Quil Ceda Village: base water quality

Comparing WW plant effluent to QC creek

QC WW Plant QC Creek (2000 - 2005 seasons) MCL |Freshwater |Human Health
July 2004 - June 2006 Dry season Wet season Maximum Criteria for

Average Maximum _Minimum | Mean Maximum Minimum |Mean _ Maximum Minimum Surface Water|Consumption
Turbidity 0.155 0.340 0.010| 6.820 24.640 1.758| 6.200 23.200 2.680) N/A N/A N/A
DO 3.689 71420 1.260| 8.768 12.360 5.844| 10616 13.474 7.514| N/A 8.00 N/A
Temp 20.958 26.000 14.000| 14.760 19.860 8.360| 6.780 15.920 3.620| N/A N/A N/A
PH 7.224 7.820 6.500{ 6.700 8.056 5.922| 6.326 7.934 5.600] N/A 6.5-9.0 N/A
Ammonia 1.545 9.990 0.000 N/A | Temp based N/A
TKN 2115 8.300 0.092 N/A N/A N/A
Nitrate 4466 15.500 0.000 10.00 N/A N/A
Nitrite 0.096 4.000 0.000 1.00 N/A N/A
Fecals 0.75 10 0 N/A N/A N/A




